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|
I 100 AMP METER SOCKET WEATHER;SSA?(ESOSAE E';‘q%LTOESED CIRCUIT 1). SEE DETAILT-15, SHEET 1, FOR SIGN POST AND BREAKAWAY ASSEMBLY DETAILS. |
| (SEE NOTE 3) N\ ( ) 2). ATTACH ALUMINUM PANEL TO SIGN POSTS WITH (6) %¢" x 2%" LONG GRADE 5 BOLTS, }
| O \ ~ ALUMINUM SIGN PANEL FLAT WASHERS, AND NYLON LOCK NUTS, 3 ON EACH SIDES. . |
: /\ ° L 008" THICK (SEE NOTE 2) 3). MOUNT METER SOCKET TO ALUMINUM PANEL WITH (4) %¢" x %" STAINLESS STEEL BOLTS |
; AND NYLON LOCK NUTS. |
; 4). MOUNT ENCLOSED CIRCUIT BREAKER TO ALUMINUM PANEL WITH (4) %" x %" STAINLESS |
: Wy qeny @ £ STEEL BOLTS AND NYLON LOCK NUTS. |
i W i 24" X 15" X 8.5" MINIMUM 5). ALL CONDUITS AND OTHER ASSOCIATED PIECES SHALL BE 2" GALVANIZED UNLESS |
| / WEATHERPROOF TRAFFIC SPECIFIED DIFFERENTLY ON THE PLANS OR BY LOCAL UTILITY COMPANY. |
| CONTROL CABINET 6). USE OF THESE DETAILS ARE MEANT FOR THE OPERATION OF FLASHING BEACONS FOR SIGN |
| : o ASSEMBLIES SUCH AS RECTANGULAR RAPID FLASHING BEACONS (RRFB). |
l & 7). CONCRETE COLLAR SHALL CONTAIN 25 LBS OF CONCRETE AT EACH LEG JUST BELOW GRADE |
: | (2) LOCKNUTS (TYP) AS DIRECTED BY INSPECTOR. |
| | THREADED BUSHING (TYP) 8). GROUND ROD SPREAD SHALL BE TWICE THE LENGTH OF THE GROUND ROD. I
|
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E ° WITH CHASE NIPPLE WITH CHASE NIPPLE ° |
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